
PARSONS 

100 West Walnut Street • Pasadena, California  91124 • (626) 440-2000 • Fax (626) 440-6200 • www.parsons.com 

 

   
   
 

 
December 15, 2010 
 
 
Mr. Paul Cho, PG, Site Cleanup Unit IV 
California Environmental Protection Agency 
California Regional Water Quality Control Board, Los Angeles Region 
320 W. 4th Street, Suite 200 
Los Angeles, California 90013 
 
 
Re: Remedial System Monthly Summary Report for November 2010 

DFSP Norwalk Facility, Norwalk 
 
   
Dear Mr. Cho: 
 
Parsons is transmitting the remedial system monthly summary report for November 2010 for the 
DFSP Norwalk Facility in Norwalk, California.  This report will summarize remedial system 
operation for the month and include description of down time and individual well statistics. 
  

Groundwater Treatment System                      November 2010 
Well ID 

Flow Meter Readings 

GW‐2/GW‐13  GW‐15  GW‐16  Discharge Total 1 

Date/Time 
Volume 
(gal) 

Flow 
(gpm)

Volume 
(gal) 

Flow 
(gpm)

Volume 
(gal) 

Flow 
(gpm) 

Volume 
(gal) 

Flow 
(gpm)

11/1/2010  10:10 ²  5933309  9.0 2694215 5.0 993287 1.3*  51623372 3
11/3/2010  7:45 ³  5958216  9.5 2708838 5.0 999646 2.5  51665968 15
System shut down 11/3/10 at 14:00 for GAC change‐out.  Restarted 11/10/2010 at 15:40. 
11/10/2010 15:40  5961563  9.3 2710596 5.5 1000419 2.4  51672341 31
11/11/2010 7:07  5979939  9.3 2715462 0* 1002557 2.4  51685913 28
11/12/2010 10:05  5980737  9.0 2721615 5.5 1005350 2.4  51704375 28
11/14/2010  10:24 ⁴  6006082  9.0 2736167 5.2 1012037 2.5  51747468 8.5
11/15/2010  10:00: ⁵  6018465  9.1 2743349 5.0 1015377 2.5  51770340 20
11/17/2010 10:00  6044092  9.0 2757922 5.2 1022234 2.5  51813409 12
11/18/2010  11:00 ⁶  6051580  9.2 2762379 5.5 1024326 2.5  51826853 36
11/22/2010  10:00 ⁷  6084104  9** 2781145 5.0 1032972 2.5  51883060 2**
11/24/2010  11:15 ⁸  6102309  9.2  2791552 5.0 1037967 2.5  51916052 28
11/29/2010  10:00 ⁹  6152859  0* 2821770 5.5 1052247 2.5  52003550 6

Total Volume (Gal) 
Removed from Well  219,550.0  127,555.0  58,959.9  380,178.0 
1. Total Discharge processed under NPDES permit no. CAG994004 CI‐7585 
2. MX‐7 filters fouled and in need of replacement.  GW‐15 and GW‐16 shut down due to reduced GWTS flowrate. 
3. Bag filters fouled and in need of replacement.  Filters replace and system shut down in preparation for GAC change‐out. 
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4,6,9. Bag and MX‐7 filters fouled and in need of replacement. 
5,7. Bag filters fouled and in need of replacement. 
8. MX‐7 filter fouled and in need of replacement. 

Vapor Extraction System                                      November 2010   
     
System modification in progress.  System not in operation during this reporting period.    

 
 
If you have any questions, please call me at 602-734-1083 or Mary Lucas at 626-440-6032. 
 
Sincerely, 
PARSONS 
 
 
 
 
Redwan Hassan, PG        
Project Manager       
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